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TYLER SERIES 6860 3-PIECE, o

SCREW TYPE D.I. VALVE BOX IF GREATER THAN 50",

W/ 5 1/4” BARREL CENTERED PROVIDE OPERATING NUT

VERTICALLY OVER VALVE EXTENSION W/ CENTERING

RING. TOP OF EXTENSION
SHALL BE PLACED BETWEEN
6" AND 18" FROM THE TOP
OF BOX

| GATE VALVE

/ WIDE OVAL BASE

\\—6" MIN. OF BEDDING

NOTES:

GATE VALVES SHALL OPEN CCW AND BE RESILIENT SEAT MEETING
REQUIREMENTS OF AWWA C509.

FITTINGS SHALL BE WRAPPED WITH 8 MIL MINIMUM THICKNESS POLYETHYLENE
SHEETING.

VALVE BOX TOP SHALL BE SET 1/2" BELOW FINAL ASPHALT PAVEMENT GRADE.
PROVIDE MARKER POST WHERE NECESSARY.
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STANDARDS & REVISED:
SPECIFICATIONS VALVE BOX
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